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Grounding, connecting to ground or protective circuit is to be carefully
executed at side according to the valid instructions for electric systems in
according with the regulations of the responsible EVU !

The connections for the ground condutctor are to be arranged accessible
and individually separable.

In case of works at the electrical systems the safety regulations are to be observed.

The nominal current of the rotary current motors are to be tested at side and adjusted
at the protective motor switch resp. the excess current-release.

Before the initial operation, the threaded ternminals ends and clamped connections
are to be examined as regards a perfect contact according the VDE regulations !
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WIRING=COLORS WIRING=COLORS

MAIN—CIRCUITS CONTROL-CIRCUITS

L1 /L2 /L3 BLACK AC ©  PHASE 230v _RED

N BLUE NEUTRAL 230v _ RED / WHITE

PE GREEN/YELLOW PHASE 24V RED OR RED / YELLOW

CONTROL=CIRCUITS NEUTRAL 24v _RED / WHITE OR RED / BLACK

ALARM—CONTACTS WHITE DC : +24v _BLUE / RED

SENSORS WHITE GND 24V _ BLUE / BLACK

RELEASE-CONTACTS + 15y  BROWN

INTERNAL GREY oND 15V VIOLET

POTENTIAL FREE ORANGE
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Examination according to VDE 011 T. 600

Test record

0.k.

Checking and general examination

0.k.

Test safety control

Jooootdoboogdood

Visual inspection

Type of control box or housing as well as colours

appliance inscription / marking / name tags (fixing)

[

appliance equipment according to drawing / parts list / list

conductor colours main circuits

[

conductor colours control circuits

PE— und N- type conductor, conductor colour, guide (do not loop PE)

Examination of the measurements for the protection against dangerous ground current (FI)
(according VDE 0100 part 410)

Examination of the measurements for the protection in case of direct contact
Arrangement of actuating elements (according to VDE 0106, part 100/VBG4)

Examination of the measurements for protection in case of indirekct contact
Testing protective conductor tracks and their connections, particulary at

conductive structural parts, control elements, etc.

Mechanical test

locking / locking device /lock

Screw connection / Appliance installation (spot check)

o.k.

Final inspection

Arrangement of the Wiring / Fastening (not over edges)

Electrical connections / Appliances and busbar system (spot check)

Electrical performance check with nominal voltage

Circuit / Control / Locking

Jooa

system cleaned

circuit diagrams, operating instructions enclosed

type plate Big Dutchman

information sign high—voltage protector

residual current operation device (if required with fault current)

0.k.

Insulation test

Jood o

Proof of the insulation resistance (insulation measuring appliance with min. 500V)

Examination of the insulation resistance (>1000 Ohm/V per electric circuit)

date

Phase against Cage/Ground

Phase against Phase (L1-L2, L1-L3, L2-L3)

stand-by circuits to housing / ground

N to PE (only in case of 5—conductor system)

Fitter :

Examiner :

date

stamp of the manufacturer

The carrying out of the routine check test at the manufacurer does not release the erector from the

duty to check the switching appliance combination after the transport and the erection e.g. as
regards transport damages, loosening of screws and that sotr of thing.

(VDE 0660 part 500 § 8.1.2.)
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PARTSLIST

POS. CODE NO. DESCRIPTION TECHNICALE DATES REF. PG.LINE

1 00-00-0032 Kondensator 10000uF / 63V C1 1.2

2 91-00-1991 Relay 55.34 4-pole 230V AC D3 1.7

3 91-00-3413 Header 4—pole for relay 55.34 D3 1.7

4 91-00-2179 Overload release 1-pole C4A 1 1.5

5 91-00-2181 Overload release 1-pole C10A F2 1.4

6 91-00-2233 Transformer 250VA-230/ 24V T 1.4

7 00-00-0031 Gleichrichter B250,/220-25 U1 1.3
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