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T7200/T7300/Q7300
INSTALLATION
Fig. 4~Location for Installing thermostat or remote-mounted sensor.
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Fig. 5—Two T7047G 1000 Sensars providing a

temperature averaging network for a T7300/
Q7300 Thermostat/Subbase.

Flg. 7—Four T7047C1025 Sensors providing a
temperature averaging network for a T7300/
Q7300 Thermostat /Subbase.
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Fig. 6—Two T7047C1025 and one T7047G1000 T7047C T7047C
Sensors providing a temperature averaging ; | ju) ) Y
netwark for a T7300/Q7300 Thermostat/ Cad DT
Subbasae.
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