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THE CAPACITY OF THE INTER-
NAL RELAYS IS 6 AMP. "MOTOR
LOAD". WE RECOMMEND
INSTALLING EXTERNAL RELAYS
ON "ON/OFF" STAGES HOO-
KED TO MOTORS.
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LEAVE A CLEARANCE OF AT
LEAST 12” TO THE LEFT OF
THE CONTROLLER BOX TO
ALLOW FOR THE COVER TO
BE REMOVED FOR
MAINTENANCE.
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